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With the rapid development of communication industry, communications 
increasing competition between enterprises, "Network quality is the 
lifeline of telecommunication enterprise," leading network quality is 
absolute communications enterprise competitive advantage, the stability 
of the power equipment and excellent base environment is the necessary 
condition to ensure network quality lead. In order to improve the 
operation quality assurance and Low cost of operational management 
operation ability, Communication construction enterprise must power 
environment centralized monitoring system. 
Power monitoring system to support the maintenance of the new mode 
has been admitted by each letter communications operators and adoption. 
Monitoring system can real-time monitor of the branches of the power 
system, the maintenance personnel can be anywhere on the branches to know 
the operation condition of power equipment. To realize maintain focus on 
goals and improve predicting ability of the equipment. Monitoring system 
to automatically detect and report the monitoring equipment anomalies. 
Ensures that the maintenance personnel can timely found when problem 
occurred. Avoid power interruption accidents. Monitoring system in power 
supply applications, Make a failure can be quickly found, report, Fault 
handling efficiency had the very big enhancement. 
This paper introduces the design and implementation of centralized 
monitoring system, data collection and reporting, data save query 
functions, The key function implementation part adopts IDA integrated 
data collector, Sybase database system, SiteWeb monitoring system, 
Provides users with the humanized and highly efficient of the centralized 
monitoring function. 
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采集设备。本次设计选用了 IDA 设备作为底端的数据采集设备。 
IDA 采集器的组成分为功能模块和 IDA 母板，经常使用的功能模块有： 
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IDA 母板有两类，一类不能插入 IDA-DCM 模块，而另一类可插入 IDA-DCM 
模块（记为 IDA-D），根据现场需求可自由选择功能模块组合使用。电源模块是
必选的，插入 IDA 的第一个插槽。IDA-D 母板上的 DCM 插槽不能插入 DCM 以
外的其它模块。当一台 IDA 所插的功能模块数不足 6 个时（IDAⅡ是 3 个） 用
假面板插入插槽，使 IDA 外表美观一致。 
IDA 母板如图 2-2 所示，每个插槽有 4 段接线端子，每段称为一个 BANK。
IDA-D 母板第二槽有所不同，只有 BANK1 和 BANK2，BANK3 和 BANK4 的位置安
装有 E1 接口 SMB 端子，该插槽专用于 IDA-DCM 模块。 
 
图 2-2 IDA 母板 
2、IDA 总线 
IDA 的功能模块（除 IDA-OCI6 外）插入 IDA 插槽后，即接入 IDA 的 
RS422/485 总线。每一个采集模块（指 AI、DI、DO、IO、BAT、OCE 模块）对于
上位机来说相当于一台独立的设备，通过总线与上位机通信（或通过数据通信模
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IDA 各采集模块均有 RS232 方式的调试串口，可以通过该串口连接上位机
进行调试，并且可以通过通信设备或数据上网上位机也可以通过总线来调试 IDA 
的各采集模块，器调试 IDA 各采集模块，所以 IDA 的调试也可在监控中心进行。
如果调试计算机通过 RS232 串行电缆连接某采集模块，则该模块自动与 RS422 
总线断开。 
IDA 中所有的模块均具有防插错机构，如图 2-4 所示，由于每一种模块设
计的缺口不同，当一种模块可以插入时，其它的模块就无法插入，防止意外损坏。 
 




    串行通信——顾名思义就是计算机与 I/O 输入输出设备间以一条传输线作
为交数据交换方式，数据的每一个位是以次序为依据次一位跟着一位来进行传递
的。 
    并行通信——同理是计算机与输入输出设备之间以多条传输线作为数据的
交换基础，数据的每一位在一个时间里进行传递。 
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